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1/2” CW, 1/2” HW AND 2 SANITARY LINES UP IN WALL ON FLOOR ABOVE TO
LAVATORY IN OPERATORY TREATMENT ROOM.

GAS PRESSURE REGULATOR. ADJUST REGULATOR FROM 2 PSI GAS TO PRESSURE
REQUIRED BY EQUIPMENT BEING SERVED. VENT REGULATOR TO ATMOSPHERE PER
LOCAL CODES.

1/2” CW, 1/2” GAS LINE, 1/2" AIR AND 2" VACUUM LINE UP IN WALL ON FLOOR
ABOVE TO WORKSTATION IN OPERATORY TREATMENT ROOM.

1-1/4" CW, 1/2" HW AND 4" SANITARY LINES UP INTO CHASE ON FLOOR ABOVE.
SEE RISER DIAGRAMS ON SHEET P3.1 FOR PIPE SIZES AND CLARIFICATION.

1/2” CW, 1/2” AIR AND 2" VACUUM LINES UP TO DENTAL CHAIR ON FLOOR
ABOVE. INSTALL LINES PER MANUFACTURER'S RECOMMENDATIONS. COORDINATE
EXACT LOCATION WITH ARCHITECTURAL PLANS.

2" SANITARY, 3/4” CW AND 3/4” HW UP IN WALL TO VALVE BOX VB—2 SERVING
GLASS WASHER IN WASHING ROOM 138 ON FLOOR ABOVE.

AUTO—-FLOW CONTROL VALVE. SET AT 0.5 GPM.
3" SANITARY LINE UP TO MSB—1 IN EMS CLOSET 106 ON FLOOR ABOVE.

1" CW AND 3/4" HW UP INTO CHASE SPACE ON FLOOR ABOVE. SEE RISER
DIAGRAMS ON SHEET P3.1 FOR PIPE SIZES AND CLARIFICATION.

1—1/2" SANITARY LINE UP IN CHASE SPACE TO LAVATORY L=1 IN TOILET 107 ON
FLOOR ABOVE.

4” SANITARY LINE UP IN CHASE SPACE TO WATER WC—1 IN TOILET 107 ON
FLOOR ABOVE.

INSTALL WATER LINES IN 8" SCHEDULE 80 PVC PIPE THROUGH FOUNDATION WALL
AND UNDER SLAB OF NEW ADDITION. TERMINATE PVC PIPE AT FLOOR
PENETRATION IN ADDITION. SLOPE PVC PIPE BACK TOWARDS CRAWL SPACE.

3/4" GAS LINE UP TO FURNACE F—2 IN MECHANICAL ROOM 203 ON FLOOR
ABOVE. COORDINATE LOCATION OF FURNACE WITH MECHANICAL CONTRACTOR.

3/4" GAS LINE UP TO FURNACE E—=1 IN MECHANICAL ROOM 203 ON FLOOR
ABOVE. COORDINATE LOCATION OF FURNACE WITH MECHANICAL CONTRACTOR.

4” SANITARY LINE UP TO FLOOR DRAIN ED—2 IN MECHANICAL ROOM 203 ON

FLOOR ABOVE. COORDINATE LOCATION OF FLOOR DRAIN WITH MECHANICAL
EQUIPMENT.

2” VENT LINE UP IN WALL ON FLOOR ABOVE. SEE SHEET P1.1 FOR
CONTINUATION.

NO DOMESTIC WATER PIPING BELOW FLOOR TO HAVE FITTINGS.
UNDER NEW ADDITION IN PIPE TUNNEL PROVIDED.

INSTALL PIPING

4" SANITARY LINE UP INTO CHASE SPACE ON FLOOR ABOVE SERVING WATER
CLOSETS IN RESTROOMS. SEE SHEET P3.1 FOR PIPE SIZES AND CLARIFICATION.

2" SANITARY LINE UP INTO CHASE SPACE ON FLOOR ABOVE SERVING LAVATORIES
IN RESTROOMS. SEE SHEET P3.1 FOR PIPE SIZES AND CLARIFICATION.

2” SANITARY LINE UP INTO CHASE SPACE ON FLOOR ABOVE SERVING SINK IN
CONFERENCE ROOM. SEE SHEET P3.1 FOR PIPE SIZES AND CLARIFICATION.

1/2” CW, 1/2" HW AND 2 SANITARY LINES UP IN WALL ON FLOOR ABOVE TO
SINK IN WASHING ROOM 138.

1/2" CW, 3/4" HW, 3/4” HWC AND 2 SANITARY LINES UP IN WALL ON FLOOR
ABOVE TO SINK AND VALVE BOX VB—1 IN BREAK ROOM 211.

1/2” GAS AND 1/2" AIR UP THROUGH FLOOR SERVING OUTLETS IN DENTAL LAB
ISLAND WORK STATION. COORDINATE EXACT LOCATION WITH EXISTING CABINETRY.

1/2” CW, 1/2” HW & 2" SANITARY LINES UP THROUGH FLOOR SERVING SINK IN
DENTAL LAB.

2" VAC & 1/2" AR LINES UP TO ZONE VALVE SHUTOFF BOX IN NEW WALL
CONSTRUCTION ON FLOOR ABOVE.

COORDINATE LOCATION OF AIR COMPRESSORS WITH ALL EQUIPMENT IN
MECHANICAL ROOM. INSTALL AIR COMPRESSORS AND ALL ASSOCIATED PIPING
PER MANUFACTURER’S RECOMMENDATIONS. SEE DETAIL 18/P1.0/P2.1.

COORDINATE LOCATION OF VACUUM PUMP ASSEMBLY WITH ALL EQUIPMENT IN
MECHANICAL ROOM. INSTALL VACUUM PUMPS AND ALL ASSOCIATED PIPING PER
MANUFACTURER’S RECOMMENDATIONS.

INSTALL GAS SHUTOFF VALVE IN MECHANICAL ROOM SERVING GAS PIPING TO
DENTAL EQUIPMENT.

SEE SHEET ME1.0 FOR CONTINUATION OF 2" DCW PIPING.
SEE SHEET ME1.0 FOR CONTINUATION OF 2" GAS PIPING.

INSTALL SHUTOFF VALVES BELOW CORRIDOR ABOVE. COORDINATE EXACT
LOCATION OF VALVES WITH FLOOR ACCESS PANELS. SEE ARCHITECTURAL FOR
LOCATIONS.

INSTALL PRESSURE REGULATOR ON GAS MAINLINE INSIDE MECHANICAL ROOM
UPSTREAM FROM ANY BRANCH TAPS. SET OUTGOING GAS PRESSURE TO 2 PSI.
VENT REGULATOR PER LOCAL CODES.

1/2" OXYGEN AND 3/8” NITROUS OXIDE LINES UP INTO WALL ON FLOOR ABOVE.
SEE SHEET P1.1 FOR CONTINUATION OF PIPING.

1/2” GAS AND 1/2" AIR LINES UP INTO CABINETRY ON FLOOR ABOVE.
COORDINATE EXACT LOCATION WITH EXISTING CABINETRY.

1/2" CW AND 1/2" HW LINES UP IN WALL TO MIXING VALVE SERVING EMERGENCY
EYEWASH ON FLOOR ABOVE.

TWO (2) 2" PVC EXHAUST FLUES FOR VACUUM PUMPS UP INTO CHASE ON FLOOR
ABOVE TO OUTSIDE BUILDING. INSTALL EXHAUST FLUES PER MANUFACTURER'S
REQUIREMENTS. SEE SHEET P1.1 FOR CONTINUATION OF EXHAUST FLUE ROUTING.

CONNECT NEW 1-1/2" GAS LINE TO EXISTING GAS LINE SERVING EXISTING BOILER
AND PUMP IN MECHANICAL ROOM.

ROUTE 3/4" CW LINE DOWN TIGHT TO WALL AND TERMINATE WITH HOSE BIBB
SERVING MECHANICAL ROOM. INSTALL SHUTOFF VALVE ON VERTICAL DROP.

INSTALL 3/4" GAS LINE IN 4" SCHEDULE 80 PVC PIPE THROUGH FOUNDATION
WALL AND UNDER SLAB OF NEW ADDITION. TERMINATE AT FLOOR PENETRATION
IN MECHANICAL ROOM. DO NOT SEAL PVC PIPE AT PENETRATION THROUGH
FOUNDATION WALL OR AT PENETRATION THROUGH FLOOR IN MECHANICAL ROOM.
SLOPE PVC DOWN TOWARDS CRAWL SPACE.
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